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3 CONDUCTOR CABLE
(shielding not required, supplied by others)
SEE TABLE 1.1 IN SPC INSTALLATION 
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SATELLITE SENSORS
SEE SENSOR ASSIGNMENTS 

IN FACTORY ASSIGNED 
SETTINGS CHART

ANALOG OUTPUT CARD
0-5 VDC, 0-10 VDC, or 4-20mA

SEE I/O ASSIGNMENTS  IN 
FACTORY ASSIGNED SETTINGS 

CHART FOR SLOT LOCATION AND 
SOURCE

OUTPUT TO HOST 
CONTROLS

2 CONDUCTOR, SHIELDED CABLE 

IAQ ENFORCER SPC CIRCUIT BOARD
(Main Panel)

24 VAC @2.5 Amp Max
SEE TABLE 3.1 IS SPC 

INSTALLATION GUIDE FOR EXACT 
VA REQUIREMENTS

NOTE: DO NOT CONNECT INPUT 
POWER TO EARTH GROUND OR 
USE TRANSFORMERS WITH A 

GROUNDED SECONDARY
1:1 TRANSFORMER PROVIDED 

Satellite sensor probes can be 
"daisy chained" on a single, 3 
conductor cable or wired 
individually.  Port terminal blocks 
are for ease of wiring only; 
satellites can be connected to any 
port.

All sensor diagnostics and/or 
reprogramming can be 
accomplished with supplied 
software and interface via RS-232 
interface to any Window95, NT 
4.0, or higher based system.

All electr ical connections 
should be made with the power 
switch to " OFF"

SPC PANEL SYSTEM WIRING DIAGRAM
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